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Attestation of Conformity

ISO/IEC, EN & TIA/EIA Unscreened
Class E / Category 6

Four Connector Channel
Legrand

128 Avenue de Lattre de Tassigny
F-87045 Limoges Cedex, France

Attestation of Conformity  No. 109641A
This type of Class E / Category 6 unscreened four connector channel has been tested by 3P Third Party Testing and
complies with Class E channel requirements of 2  Edition ISO/IEC 11801 and CENELEC EN 50173-1:2007, andnd

Category 6 channel requirements of ANSI/TIA/EIA-568-B.2-1. The Attestation of Conformity is only valid for the
actually tested channel samples in T568B configuration, and consisting of the following Legrand components:     

Cables: Horizontal Cables, P/N 32754 and P/N 32861, and from cord     
P/N 51757

Flexible Cable from cord, P/N 51772
Qualification Status: Manufacturer verified

Conn. Hardware: Modular Jacks, P/N SA51 and
P/N SB51
having PCB Marking HS000 97AA C5E C6 

Qualification Status: Manufacturer Verified        
Consolidation Cord: 8,0 m, P/N 51757             
Patch Cord: 1,0 m P/N 51772

Qualification Status: Manufacturer Verified


